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Annex J: Habitat Management Units Modification 
Plan 
J.1 General 
Habitat Management Units (HMUs) were established to compensate for lost wildlife habitat due to 
reservoir impoundments behind the Snake River dams.  Under the Lower Snake River Fish and Wildlife 
Compensation Plan, 30 areas were purchased and set aside for wildlife habitat mitigation.  Most of the 
HMUs are non-irrigated; however, 10 HMUs have irrigation systems that are either supplied by surface 
water intakes in the river or by ground water wells.   

After reservoir drawdown, the river corridor would begin to develop a natural habitat system.  However, 
the system cannot be expected to rebound and stabilize immediately.  Ultimately, fish and wildlife habitat 
and riparian zones would develop to a level that is self sustaining and renewing.  Until riparian habitat can 
be re-established in the corridor, however, HMUs would continue to be maintained. 

The location of the HMUs relative to the river would not be ideal after drawdown.  In many cases, the 
HMUs would be significantly higher than the active water surface, and, in some cases, would be located a 
significant distance from the new river.  The major impact of drawdown on the HMUs would be the 
disruption of the existing irrigation systems.  The lower river water surface would render the river intake 
pumping systems inoperable and would significantly affect the water wells. 

This annex presents the modifications needed to maintain water supplies for the irrigated HMUs.  The 
information is presented primarily in tabular form for organization and ease of reference. 

J.2 Methods 
HMUs are classified as irrigated and nonirrigated.  The irrigated HMUs include one or more wells or 
pumping stations for water supply.  There are currently eight HMUs being irrigated by 11 surface-water 
pumping plants and two HMUs being irrigated by well-supplied water.  Table J1 identifies which HMUs 
are presently irrigated and require water supply modifications.  

Table J1.  Irrigated HMUs Along the Snake River 

HMU Water Supply Source 
Big Flat River Intake, Pump Stations 
Lost Island River Intake, Pump Stations 
Hollebeke River Intake, Pump Station 
Skookum River Intake, Pump Station 
Fifty-five Mile River Intake, Pump Station 
Ridpath Ground Water Well 
New York Bar River Intake, Pump Station 
Swift Bar River Intake, Pump Station 
John Henley Ground Water Well 
Chief Timothy River Intake, Pump Stations 
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To determine the elevation and distance change of the HMUs relative to the river, they were all located on 
U.S. Geological Survey topographic maps, 7.5 minute, 1:24,000 scale.  The resulting head differential 
after drawdown and the distance from the existing pump to the new river location were determined from 
the topographic maps.  This information is summarized in Table J2.   

Each pumping station would have to be modified to accommodate the lower and more fluctuating water 
surface levels.  Figure J1 shows a typical existing water intake system.   Table J3 summarizes the required 
piping and increased pump requirements for each pump station.  Each new surface water pump intake 
would consist of a precast concrete headwall structure.  The structure contains the intake and fish screen 
and provides a platform on which to set the pump motor and support for the pump and pipe column.  
Rock fill would be placed from shore to the intake in order to maintain permanent access to the pump and 
intake.   

Since installation of new headwall structures cannot be done prior to drawdown, temporary measures 
must be implemented for the irrigation period of 1 August to approximately early October.  Temporary 
measures include utilization of trailer-mounted pumps and flexible piping. 

Depending on subsurface stratigraphy and the water surface change due to drawdown, the depth of each 
ground water well and the pump capacity may have to be increased to maintain a constant water supply.  
Table J4 presents all pertinent data on each of the water wells and summarizes well modification 
requirements.  Table J5 shows the new pump requirements at each well. 

J.3 Construction Schedule 
It would not be practical to perform any of the HMU water supply construction modifications prior to 
drawdown.  However, arrangements for electrical power extensions should be completed, and the surface 
water intake pumps and associated equipment could be purchased prior to drawdown.  The two water 
wells would not be modified until drawdown is complete and the groundwater has had an opportunity to 
stabilize.  It is possible that the wells might need to be drilled deeper than anticipated or additional wells 
might have to be drilled.   

The drawdown period is scheduled to occur between August and December.  It may be possible to begin 
construction of the permanent water intakes during the winter following drawdown.  Considering the 
extent of sediment transport in the river during the first spring freshet, it is more prudent to continue use 
of the temporary irrigation equipment and begin construction during the summer following high river 
flows.  
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Table J4.  HMU Water Well Modifications 

Item Well No. 1 Well No. 3 
Well Information 
Location Ridpath HMU John Henley HMU 
Surface Elevation 198 meters 180 meters 
Depth Elevation (BOH) 169 meters 145 meters 
Current River Water Elevation 195 meters 165 meters 
Static Water Elevation 195 meters 158 meters 
Stratigraphy 
Stratigraphy Description 0.0 meter to 29.3 meters alluvial silt, 

sand, and gravel underlain by basalt 
bedrock 

0.0 meter to 4.6 meters silt; 4.6 meters 
to 32.9 meters sand and gravel; 
32.9 meters to 35.0 meters basalt 
bedrock 

Bedrock Elevation 167 meters 147 meters 
Pump Test Information 
Pump Size 30 hp turbine 80 hp 
Length of Test 48 hours 4 hours 
Quantity Up to 800 gpm 600 gpm 
Drawdown 0.3 meter 0.9 meter 
Well Development Information 
River Drawdown Elevation 165 meters 149 meters 
RDWE-BOH 4.3 meters 4.6 meters 
Available Water Column 0.0 meter 2.4 meters 
Hole Diameter 0.3 meter 0.2 meter 
Additional Drilling 91.4 meters 91.4 meters 
Quantity Required 340 gpm 450 gpm 
Total Head 122 meters 126.5 meters 
Notes 214.5 liters/sec is needed.  The current 

water column is 25.9 meters thick and 
is entirely in alluvial material.  Project 
drawdown would reduce the water 
column to 4.3 meters below the 
bottom of the hole. 

Up to 294 liters/sec is needed.  The 
current water column is 13.7 meters 
with about 11.6 meters in alluvium.  
Drawdown would reduce the amount of 
water column in alluvium to about 
2.4 meters. 

 
 
 
Table J5.  Water Well Pump Modifications 

HMU 
Flow 
(gpm) 

TDH 
(ft) 

Assumed Pump 
Efficiency 

Calculated HP 
Required New Pump 

Nominal HP 
Required New Pump 

Ridpath 340 561 0.75 64 75 
John Henley 450 830 0.75 126 150 






